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LEAD & COPPER SAMPLE PLAN .
MATERIALS INVENTORY AND SITE VALIDATION

Public Water System Name: System PWS ID:
Cy 75'7: o < < Gppé E

Does the distribution system piping contain any of the following:
Does your PWS have the following in its distribution? : Estimated Amount (miles,
(V check all that apply*) ‘ feet or connections affected?

r Lead pipe, piping with lead-lined interior, or lead joint pipe in the distribution mains | o
a Lead service lines (water main to building) on elther side of meter
m~Tead goosenecks/pigtails /0 ~20
&~ Lead from solder, caulking, alloys and home plumbing 5P - /5@
0o Constructed AFTER 1982
o Constructed BEFORE 1983 ‘

o Copper from piping and alloys, service lines and home plumbing

* [f you cannot confirm the presence of any of the aforementioned materials, please explain:

Does the water system serve any connections that qualify as: (N check all that apply)

B Yes O No Tier 1 Sites
O Yes - 01 No Tier 2 Sites
O Yes [0 No Tier 3 Sites
0 Yes O No ' Other Sites o

‘When sample site designations were recently verified as Tier 1, Tier 2, Tier 3, or Other (Representative), the following
methods were used to determine the designations: (¥ check all that apply):

O Building/plumbing records B [Z-Statement from former water system personnel
O On-site inspection of plumbing and/or meter box [3~Original records from initial monitoring/site plan
' _@’/Stgjpg}gq_‘g from homeowner B {1 Period pre-1986 local plumbing codes
O Tax office written records _ 3 Certificate of occupancy
O On-line parcel information (tax office website) 0 Lead solder swab/scratch test ]
O Other methods used: - o = ]

Were all available sites at the highest priority Tier level selected and listed in the Sampling Pool before adding sites of
lower priority level? [Order of priority = Tier 1 (highest), Tier 2, Tier 3, Other Representative (lowest)] (] check box)
- Tf No, explain: (Examples: property was vacant, homeowner refused to

E” Yes O No O N/A | participate)

Are any of the sites listed on the attached “Lead and Copper Sample Site Plan” a change from the sites samp led during
previous mouitoring periods? (¥ check box) . s

0 Yes F_!l/No a0 N/A If Yes, you MUST indicate this on the new Sample Site Plan: \




‘ LEAD & COPPER SAMPLE PLAN

MATERIALS INVENTORY AND SITE VALIDATION

Public Water Syster_&Name: System PWS ID:

o ASS0C US80o27

Does the distribution system piping contain any of the following:

Does your PWS have the following in its distribution?
(V check all that apply*)

Estimated Amount {miles,
feet or connections affected?

o Lead pipe, piping with lead-lined interior, or lead joint pipe in the distribution mains

&)

o Lead service lines (water main to building) on either side of meter

£

o Lead goosenecks/pigtails

O

o Lead from solder, caulking, alloys and home plumbing

I0Feetf 7

i
o Constructed AFTER 1982

Z
# Constructed BEFORE 1983

e—Copper from piping and alloys, service lines and home plumbing

7
7
Ui

Does the water system serve any connections that qualify as: (¥ check all that apply)

Yes O No Tier 1 Sites
3 Yes O No Tier 2 Sites
EYes O No Tier 3 Sites
O Yes b’ No Other Sites

When sample site designations were recently verified as Tier 1, Tier 2, Tier 3, or Other (Representative), the following

methods were used to determine the designations: (¥ check all that apply):

O Building/plumbing records L1 Statement from former water system personnel
O On-site inspection of plumbing and/or meter box |3/Original records from initial monitoring/site plan
O Statement from homeowner O Period pre-1986 local plumbing codes

0 Tax office written records O Certificate of occupancy

O On-line parcel information (tax office website) [0 Lead solder swab/scratch test

[J Other methods used:

Were all available sites at the highest priority Tier level selected and listed in the Sampling Pool before adding sites of
lower prjority level? [Order of priority = Tier 1 (highest), Tier 2, Tier 3, Other Representative (lowest)] (\ check box)

Yes No N/A | participate) -

0 0 If No, explain: (Examples: property was vacant, homeowner refused to

Are any of the sites listed on the attached “Lead and Copper Sample Site Plan” a change from the sites sampled during

previous monitoring periods? ( check box)

Yes O No O n/A If Yes, you MUST indicate this on the new Sample Site Plan.




‘ LEAD & COPPER SAMPLE PLAN
MATERIALS INVENTORY AND SITE VALIDATION

Public Water System Name: System PWS iD:
oo ot Slecte 053000 %

Does the distribution svstem piping contain any of the following:

Does your PWS have the following in its distribution? | Estimated Amount (miles,
(v check all that apply*) feet or connections affected?

| = Lead pipe, piping with lead-lined interior, or lead joint pipe in the distribution mains |

{1 Lead service lines (water main to building) on either side of meter

o Lead goosenecks/pigtails

"2 Lead from solder, caulking, alloys and home plumbing |

I
=/ Constructed AFTER 1982

Pl
= Constructed BEFORE 1983

Pt
z”Copper from piping and alloys, service lines and home plumbing

* [f you cannot confirm the presence of any of the aforementioned materials, please explain:

Does the water system serve any connections that qualify as: {v check all that apply)

Z/ Yes : 1 No _ Tier | Sites |
& Yes | O No Tier 2 Sites T
& Yes | 0 No I_ Tier 3 Sites
J Yes |  No Other Sites

When sample site designations were recently verified as Tier 1. Tier 2. Tier 3. or Other (Representative). the following
methods were used to determine the designations: (» check all that apply):

= Building plumbing records T Seatement from former water system personnel

' 0] /On-site inspection of plumbing and. or meter box Z'/Original records from initial monitoring site plan
L{/Statement from homeowner T Period pre-1986 local plumbing codes
l[ Tax office written records 0 Certificate of occupancy
T /On-line parcel information (tax office website) . 7 Lead solder swab, scratch test

i Other methods used:

Were all available sites at the highest priority Tier level selected and listed in the Sampling Pool before adding sites of

lower priorit level? [Order of priority = Tier | thighest), Tier 2, Tier 3, Other Representative (lowesy)] {, check box)
7/ [ No, explain: (Examples: property was vacant, homeowner refused to
¥ Yes —Z N\o — NA participare)

Are any of the sites listed on the attached ~Lead and Copper Sample Site Plan™ a change from the sites sampled during
presious monitoring perinds? (. check boxy

M’es — No = ON/A [f Yes. vou MUST indicate this on the new Sample Site Plan




‘ LEAD & COPPER SAMPLE PLAN
MATERIALS INVENTORY AND SITE VALIDATION

Public Water System Name: | System PWS ID:
Trou Weater Rssociation F MNSOSo0I0
Lt

Does the distribution system piping contain any of the following:

| Estimated Amount (miles,

f Does your PWS have the following in its distribution?
feet or connections affected?

(v check all that apply*)

| = Lead pipe, piping with lead-lined interior, or lead joint pipe in the distribution mains |

2 Lead service lines (water main 1o building) on either side of meter

[

Lead goosenecks/pigtails |

¥ Lead from solder, caulking, alloys and home plumbing | 300
€ Constructed AFTER 1982 | 18
€ Constructed BEFORE 1983 oL

¥ Copper from piping and alloys, service lines and home plumbing 300

* [f you cannot confirm the presence of any of the aforementioned materials, please explain:

Does the water 3 stem serve any connections that qualify as: (v check all that apply)

7 Yes T No Tier | Sites
S Yes 7 No | Tier 2 Sites
i Yes ' 0 No ! Tier 3 Sites
O Yes i ¥ No Other Sites

When sample site designations were recently verified as Tier 1, Tier 2. Tier 3. or Other (Representative). the following

methods were used to determine the designations: (v check all that apply 1

| O Building plumbing records N Statement from former water system personnel

¥ Onssite inspection of plumbing and. or meter box & Orieinal records from initial monitoring site plan
1( Statement from homeowner ~ Period pre-1986 local plumbing codes

T Tax office written records 0 Certificate of occupancy

i( On-line parcel information (tax office website) | T Lead solder swab scratch test

! 3 Other methods used

Were all available sites at the highest priority Tier level selected and listed in the Sampling Pool before adding sites of
lower priority level? [Order of priority = Tier | (highest), Tier 2, Tier 3, Other Representative (lowesy] ( check box)
[f No, explain: (Examples: property was vacant. homeowner refused to
i Y23 — N0 Z NA participate)

Are any of the sites listed on the attached “Lead and Copper Sample Site Plan™ a change from the sites sampled during
prew ious monitoring perinds? (. check box,

v Yes = No T N/A [f Yes, you MUST indicare this on the new Sample Site Plan

—_—
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; LEAD & COPPER SAMPLE PLAN'
MATERIALS INVENTORY AND SITE VALIDATION

i Public Water System Name: | System PWS ID:

Toccopola Uter (ks O5%CO1T

Doe: thz dz:trwutson svstem piping contain any of the following:

* Daes your PWS have the following in its distribution? i Estimared Amount (miles,
(v check all that appiy*) | feet or connections affected?

Lead pipe, piping with lead-lined interior, or lead joint pipe in the distritution mains

L)

_ead service lines (waier main 1o building) on either sice of meter

L

]

Lead goosenecks:pigtails

% Lead from sclder, caulking, alloys and home pfumbing i

7{. Constructed AFTER 1982

}(Constmcted BEZFORE 1983

Copper rem piping and aliovs, service lines and home plumoing

f vou cannot confinm the presence of any of the aforerientioned matzrials, please explain:

Does the water sy stem serve any connections that qualify as: (v check all that apply)

% Yes : = No Tier [ Sites
% Yas = No Tier 2 Sites I
ﬁ Yes 0 No ; Tier3 Sites
= Yss | Z No _ Other Sites

When sample site designations wers recentl verifiad as Tier 1. Tier 2. Tier 3. or Other (Representative). the following
methods were used o determine the designations: ~ check all that apply ):

Building plumbing records . Staremeni from former watsr svstem persennel
On-site inspection of plumbing and or meter box X.Dnvmal records from initia: menitoring site plan

Parioc pre-1986 iocal plumbing codes

Tax office wroinea records T Certificate oF occupanuy

On-line parcel icformation jtax office websitel . = Lead solder swab: scraick test

X Szarzment from homeowner
T

Other methods used:

,—r,

a~ atlable sites at the aighest priorin Tier level ,-,elw.ted and li in the Sampling Pool before adding sites

2 avatlaole isted
oweer prioriny level? [Order of priorice = Tier | thighesty, Tier 2. Tiar 3. Other Representative ilowesh)] ¢ . check box
properDTy wes vadant. homeowner refused o

: [EN3, axslain: (Examplss:
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ﬁ Y as ~ N = /A [f ¥z5. »ou MLUST indicarz this on the new Sampie Size Plan
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LEAD & COPPER SAMPLE PLAN 2019HAY 30 AM 8 22
MATERIALS INVENTORY AND SITE VALIDATION

Public Water System Name: System PWS ID:

| Mud 0 reek. Water Assh =000

Does the distribution system piping contain any of the following:

Does your PWS have the following in its distribution? Estimated Amount (miles,
(V check all that apply*) feet or connections affected?

o Lead pipe, piping with lead-lined interior, or lead joint pipe in the distribution mains

o Lead service lines (water main to building) on either side of meter

o Lead goosenecks/pigtails

o Lead from solder, caulking, alloys and home plumbing

o Constructed AFTER 1982

o Constructed BEFORE 1983

o Copper from piping and alloys, service lines and home plumbing

* If you cannot confirm the presence of any of the aforementioned materials, please explain: -

oot vnbar vrud e _vovided by Pr eV 1 Qs O?E;YO\T or\\d ecaesedd

Does the water system serve any connections that qualify as: (N check all that apply)

B Yes O No Tier 1 Sites
@ Yes O No Tier 2 Sites
O Yes @ No Tier 3 Sites
0 Yes B No Other Sites

When sample site designations were recently verified as Tier I, Tier 2, Tier 3, or Other (Representative), the following
methods were used to determine the designations: (V check all that apply):

O Building/plumbing records [0 Statement from former water system personnel |
O On-site inspection of plumbing and/or meter box B Original records from initial monitoring/site plan

O Statement from homeowner O Period pre-1986 local plumbing codes

(O Tax office written records O Certificate of occupancy

[0 On-line parcel information (tax office website) O Lead solder swab/scratch test

O Other methods used:

Were all available sites at the highest priority Tier level selected and listed in the Sampling Pool before adding sites of
lower priority level? [Order of priority = Tier 1 (highest), Tier 2, Tier 3, Other Representative (lowest)] (N check box)
| If No, explain: (Examples: property was vacant, homeowner refused to

O No O N/A ] participate)

B Yes

|
L

Are any of the sites listed on the attached “Lead and Copper Sample Site Plan” a change from the sites sampled during
previous monitoring periods? (V check box)

! O Yes B No O N/A ‘ [f Yes, you MUST indicate this on the new Sample Site Plan.
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LEAD & COPPER SAMPLE PLAN

MATERIALS INVENTORY AND SITE VALIDATION

Public Water System Name: System PWS ID:
MUPCree ¥ Waker [FSSIN SER00

Does the distribution system piping contain any of the following:

Does your PWS have the following in its distribution?
(V check all that apply*)

Estimated Amount (miles,

feet or connections affected] ,

0 Lead pipe, piping with lead-lined interior, or lead joint pipe in the distribution mains

o Lead service lines (water main to building) on either side of meter

o Lead goosenecks/pigtails

o Lead from solder, caulking, alloys and home plumbing

o Constructed AFTER 1982

o Constructed BEFORE 1983

1€:6 HY |61 HdVBIP

g Copper from piping and alloys, service lines and home plumbing

* If you cannot confirm the presence of any of the aforementioned materials, please explain:

LU AN vras e quu{ ded bu% pre U\ U8 (_‘M’rbﬁr‘

Does the water system serve any connections that qualify as: (V check all that apply)

B Yes 0 No Tier 1 Sites
B Yes O No Tier 2 Sites
O Yes i# No Tier 3 Sites T
O Yes B No Other Sites

/ decensed

When sample site designations were recently verified as Tier 1, Tier 2, Tier 3, or Other (Representative), the following

methods were used to detenmine the designations: (v check all that apply):

O Building/plumbing records 0 Statement from former water system personnel

On-site inspection of plumbing and/or meter box

Original records from initial monitoring/site plan

Statement from homeowner

Period pre-1986 local plumbing codes

Tax office written records

Certificate of occupancy

Oa 0o |m

On-line parcel information (tax office website)

Lead solder swab/scratch test

I [ I

Other methods used:

Were all available sites at the highest priority Tier level selected and listed in the Sampling Pool before adding sites of
lower priority level? [Order of priority = Tier 1 (highest), Tier 2, Tier 3, Other Representative (lowest)] (N check box)

W Yes O No O N/A | participate)

[f No, explain: (Examples: property was vacant, homeowner refused to

Are any of the sites listed on the attached “Lead and Copper Sample Site Plan” a change from the sites sampled during

previous monitoring periods? (V check box)

' ==Y
O Yes M No O N/A [f Yes, you MUST indicate this on the new Sample Site Plan.
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‘ LEAD & COPPER SAMPLE PLAN
. MATERIALS INVENTORY AND SITE VALIDATION

Public Water System Name: System PWS ID:
Slow/Ke — Wash naten Brt | OYO2ZF

Does the distribution system piping contain any of the following:

' Does your PW'S have the following in its distribution? Estimated Amount (miles,
' (v check all that apply*) feet or connections affected?

" # Lead pipe, piping with lead-lined interior, or lead joint pipe in the distribution mains | §O Feo o4

i 3 Lead service lines (water main to building) on either side of meter

* = Lead goosenecks/pigtails

i = Lead from solder, caulking, alloys and home plumbing

2 Constructed AFTER 1982

iy Bl U

1 Constructed BEFORE 1983 |

= Copper from piping and alloys, service lines and home plumbing

* If you cannot confirm the presence of any of the aforementioned materials, please explain:

Does the water sy stem serve any connections that qualifv as: (v check all that apply)

¥ Yes 7 No : Tier | Sites |
= Yes O No | Tier 2 Sites ;
M Yes | 0O No Tier 3 Sites
Z Yes J No ' Other Sites

When sample site designations were recently verified as Tier [. Tier 2, Tier 3. or Other (Representative). the following

methods were used to determine the designations: (v check all that apply ):

3 Building plumbing records T3 Statement from former water system personne!
'O Onsite inspection of plumbing and. or meter box % Original records from initial monitoring site plan

¥ Statement from homeowner = Period pre-1986 local plumbing codes

T Tax office written records ; 7 Certificate of occupancy

T On-line parcel information tax office website) 3 Lead solder swab scratch test

3 Other methods used:

Were all available sites at the highest priority Tier level selected and listed in the Sampling Pool before adding sites of
lower priority level? [Order of priority = Tier 1 (highssy, Tier 2, Tier 3, Other Representative (lowest)] (v check boxj

[fNo, explain: (Examples: property was vacant, homeowner refused to
2 Yas o NG = NA  participate)

Are any of the sites listed on the attached “Lead and Copper Sample Site Plan™ a change from the sites sampled during
pres ious monitaring perinds? ( sheck boyy

X Yes — Mo = ON/A [f Yes., you MUST indicate this on the new Sample Site Plan.

pa—




